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WATERMAIN
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4' MIN-10' MAX
AS APPROVED BY CITY FORCES
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VALVE BOX

1.5" DIA COMPACTED ROCK (LIMESTONE IS NOT APPROVED)
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18"x18"x4" THICK
 PRECAST CONC. BASE

2 LAYERS OF 8 MIL
POLYETHYLENE

POURED CONC.THRUST BLOCKS 2.25 SQ.FT. BEARING SURFACE AREA

6"DIP

6" R.S. GATE VALVE

MIN 4' OR
AS SHOWN ON PLAN

\A1;2.33'
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